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RonB
Operations comment
Index titles do match sheet names.

RonB
Operations comment
Follow all City of Issaquah Standards.

RonB
Operations comment
The car wash water supply requires separate backflow protection (RPBA). And, depending on equipment being installed, additional backflow devices may be required.
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RonB
Operations comment
Curb and gutter use  a radius of 4' (Typ.).

RonB
Operations comment
Curb and gutter use  a radius of 6' (Typ.).

RonB
Operations comment
Follow Street Standard T-38 Sidewalk/Curbs.

RonB
Operations comment
Typical

RonB
Operations comment



Know what's

R

RonB
Operations comment
Provide details, section views for detention vault.
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R

RonB
Operations comment
1.Existing facility is served by a ¾” water service.  This will need to be abandoned at main and new 1-1/2” service to be installed.  New 1.5” water meter to be installed by City PWO. Installation fees paid at Permit Center for “1.5” meter installation with service.”  2.Existing ¾” water meter to be abandoned by City PWO. Owner will be billed directly from PWO for work on Time and Materials plus 15% overhead.

RonB
Operations comment
Hot tap for new hydrant and fire connections.  Do not install 6" Tee's.Existing water main is 12" D.I.

RonB
Operations comment
See new water schedule note # 2.

RonB
Operations comment
See new water schedule note # 2.

RonB
Operations comment
3.Follow provided recent updates to City of Issaquah water standards.  Fire Hydrant Assembly Standard Detail W-02:  Please use this language for painting fire hydrants, and air-vac and blow-off standpipes:  “CLEAN,   SCUFF-SANDED   AND   PREPARE   PER   PAINT  MANUFACTURE   SPECIFICATION.   PRIME  WITH   1  COAT  (6 MILLS) OF-  SHERWIN  WILLIAIvIS   PRO— CRYL  ACRYLIC   PRIMER  (B66  W  310  643—22681 )  AND   THEN  TOP  COAT  WITH   1  COAT (6 MILLS) SHERWIN WILLIAMS CRYL— HPA HIGH PERFORMANCE ACRYLIC GLOSS (B66 W 377 6405—18908) HIGH GLOSS BRIGHT WHITE.   ”See attachments.

RonB
Operations comment
See new water schedule note # 9.

RonB
Operations comment
1.Backflow protection (RPBA) is required immediately behind domestic water meter. Install electric heat to domestic RPBA to thwart freezing. NOTE:  RPBA devices must be installed above-ground. Installing a vented and heated enclosure that surrounds the device can mitigate the device’s negative aesthetics and protect from freezing.2.Backflow prevention devices need separate permit, separate from building or plumbing permit. Call Water Quality for Rough-In inspection at 425-837-3470 with questions. Schedule inspection online at MyBuildingPermit.com

RonB
Operations comment
6.No irrigation meter shown or detailed. Include backflow prevention device (DCVA) into drawings and detail if utilized.  Follow City of Issaquah Standard Detail W-16.

RonB
Operations comment

RonB
Operations comment

RonB
Operations comment
For all vault details follow City of Issaquah G-05.  This requires fully open vaults with LW product lids.Not applicable for detention vault.

RonB
Operations comment

RonB
Operations comment

RonB
Operations comment
Label all piping as to size length and type of material.

RonB
Operations comment
Maintain 1” of separation between water and sewer mains crossing just east of oil water separator.  

RonB
Operations comment
Water note # 9 calls-out fire hydrant assembly.  Hydrant location on plan set calls-out # 10 (revise to # 9).
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RonB
Operations comment
1.  Show new and existing utilities on landscape plan.2.  Provide 5” separation between trees and water main, meters and hydrants.3.  Maintain minimum 3’ clearance between hydrant  and (trees, shrubs, walls, fences, etc.)
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